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Voltage stability is always a major concern in power system operation. 
Recently Fault Induced Delayed Voltage Recovery (FIDVR) has gained increased 
attention. It is widely believed that the motor-driven loads of high efficiency, low 
inertia air conditioners are one of the main causes of FIDVR events. 
Simulation tools that assist power system operation and planning have 
been found insufficient to reproduce FIDVR events. This is because of their 
inaccurate load modeling of single-phase motor loads. Conventionally three-phase 
motor models have been used to represent the aggregation effect of single-phase 
motor load. However researchers have found that this modeling method is far 
from an accurate representation of single-phase induction motors. 
In this work a simulation method is proposed to study the precise 
influence of single-phase motor load in context of FIDVR. The load, as seen the 
transmission bus, is replaced with a detailed distribution system. Each 
single-phase motor in the distribution system is represented by an equipment-level 
model for best accuracy. This is to enable the simulation to capture stalling effects 
of air conditioner compressor motors as they are related to FIDVR events. 
The single phase motor models are compared against the traditional three 
phase aggregate approximation. Also different percentages of single-phase motor 
load are compared and analyzed. 
Simulation result shows that proposed method is able to reproduce FIDVR 
events. This method also provides a reasonable estimation of the power system 
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Power systems have developed into one of the largest industries in the 
world. Trends of growth have however led to limiting constraints of power system 
operation [1]. One of the major concerns is power system stability. General 
classifications are rotor angle (synchronous), frequency, and voltage stability [2] 
[3].  
Voltage stability is the ability of a power system to maintain steady 
acceptable voltages at all buses under normal operation after being subjected to a 
disturbance [1]. Voltage instability is the absence of voltage stability as it leads to 
progressive voltage decrease or increase [3]. Voltage instability and voltage 
collapse are sometimes synonymous.  
1.2 Motivation 
Load characteristics have a strong influence on power system voltage 
stability. Since voltage instability is believed to be caused by the shortage of 
reactive power, most voltage stability studies are concentrated on predicting the 
load’s reactive power and planning reactive power generation.  
Induction motor loads have been found to be a major contributing factor to 
voltage instability. When the applied voltage on the motor is reduced to a certain 
level, as the result of a fault, the motor suddenly requires much more active and 
reactive power. In the worst case, if the induction motors stalls, the motor 
typically requires around five times more power than in steady state. The 
 2 
 
increased power requirements lead to further depressed system voltage and 
consequently more induction motors may slow or stall. In this situation, either the 
system needs more time to recover or the system may experience voltage 
collapse.  
Recently, there has been a growing concern about a short-term voltage 
instability issue termed Fault Induced Delayed Voltage Recovery (FIDVR). The 
cause of this phenomenon is believed to be motor-driven loads of Residential Air 
Conditioners (RAC).  
According to the DOE 1980-2001 appliance report [4], about 55% of US 
households have central air-conditioners and about 23% US households have 
individual room units. With the significantly increasing demand for RACs, 
electric utilities are experiencing more FIDVR events. 
Conventionally three-phase motor models have been utilized in simulation 
to represent the aggregation effect of all motor loads. However present power 
system simulation tools have been found insufficient to reproduce the FIDVR 
events. This is due to their inaccurate representation of the single-phase induction 
motor. 
1.3 Research scope and objective  
The objective of this work is to study the influence of the single-phase 
motor loads on the power system voltage stability problem. The specific tasks 
include: 
 Develop a modeling method to accurately represent the behavior of 
single-phase induction motor load in power system simulation.  
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 Design and build in simulation a detailed distribution system with 
different percentage of single-phase motor load. Each single-phase 
motor will be represented with an equipment-level model.  
 Create composite load models to represent the distribution systems. 
Each composite load model will be composed of a constant impedance 
load (static load), and a three-phase motor model (dynamic load) that 
represents the aggregation effect of all single-phase motor loads in the 
distribution system.  
 Compare simulation results from the composite load model against the 
detailed distribution system while varying the percentage of motor 
load. 
 Investigate the relationship between the percentages of single-phase 
motor load and their impact on voltage stability. 
1.4 Thesis organization 
This thesis includes seven chapters and is organized as follows. 
Chapter 2 provides a brief literature review associated with voltage 
stability, such as the definition of voltage stability, voltage stability analysis 
methods, and the FIDVR phenomenon.   
Chapter 3 reviews load modeling in power systems. A brief description is 
presented on categorization of loads and a variety of load modeling methods. Also 
models for three-phase and single-phase induction motors are presented.  
Chapter 4 introduces characteristics of the RAC and explains why it is 
important to model RACs in power system simulation. A variety of RAC models 
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are also discussed. A literature survey is presented on current research in 
modeling RACs for power system simulation. Furthermore detailed load models 
are introduced for later use in simulation.  
In Chapter 5, a method is proposed to study the precise influence of the 
RAC motors on the power system.  
Chapter 6 presents the results and comparisons of various case studies.  
Chapter 7 summarizes the contributions of this research and provides 





Voltage stability has imposed more constraints to power system operation 
than the past. This is because current power systems are normally operating close 
to stability limits. Some large-scale blackouts are believed to have been caused by 
voltage instability. 
2.1 What is voltage stability? 
Generally, voltage stability is defined as the capability of power system to 
maintain acceptable voltage at all the buses in the system after being subjected to 
a disturbance from a given initial operating condition [1]. Voltage instability is the 
absence of the voltage stability and may result in a progressive unacceptable 
increase or decrease of voltage of some buses, thus causing load shed and voltage 
collapse [3].  
Voltage collapse is a dynamic phenomenon usually characterized as a 
gradual voltage magnitude decrease and then a sharp accelerated drop after a few 
minutes. The fundamental cause of voltage collapse is the inability of the power 
system to meet its demand for reactive power [1]. A number of voltage collapse 
incidents [3][5][6] have been reported over the past years and are usually caused 
by the following major factors: 
 The fast continuing increase of the load 
 The insufficient reactive power support 
 Long transmission line fault or malfunction of its protection 
 Incorrect adjustment of the Under Load Tap Changer (ULTC) 
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 Poor coordination among control and protection devices 
 Unfavorable load characteristics 
 Long distance between generators and load 
Although voltage magnitude will drop when voltage collapse occurs, a 
low voltage at the receiving end does not necessarily indicate a risk of voltage 
collapse [7] [8]. On the contrary, in some cases the bus voltage may drop (from 
heavy load) while the system is still in stable operation. In other cases voltage 
collapse may occur when the bus voltage is still within limits. Consequently, the 
study of voltage stability should take into account not only voltage magnitude, but 
also other system parameters such as phase angle, admittance matrix, load, and 
generator information.  
2.2 Voltage stability categorization 
Reference [1] and [3] categorize voltage stability in different aspects. 
Based on the scale of the disturbance, they are: 
 Large-disturbance voltage stability. This classification deals with the 
capability of the power system to control voltages when subjected to a 
large disturbance such as loss of generation or transmission line fault.  
 Small-disturbance voltage stability is related to the system’s capability 
to maintain acceptable voltages when small perturbations occur. The 
small perturbations may be the changes in system load, the action of 
the system control, etc.  
Voltage stability can also be categorized based on the time period. 
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 In long-term voltage stability, the range of time period may be a few 
minutes to 10’s of minutes. This involves slower systems and 
equipment such as AGC, tap-changing transformers, and transformer 
saturation.  
 Mid-term voltage stability is typically in the range of about 10 seconds 
to a few minutes. This type of voltage stability includes synchronizing 
power oscillation among machines and large voltage or frequency 
excursions.  
 Short-term or transient voltage stability is usually studies in the scale 
below 10 seconds. This involves dynamics of fast acting load 
components such as induction motors, electronically controlled loads, 
and HVDC converters.  
2.3 Voltage stability analysis methods 
Generally voltage stability analysis can be classified as static or dynamic 
[9] [10]. Static analysis entails capturing snapshots of system conditions at an 
instant in time. This reduces overall system equations to purely algebraic.  
Dynamic analysis utilizes time domain simulation and considers 
appropriate dynamic modeling to capture events that lead the system to voltage 
instability. The dynamic analysis methods include models of power system 
elements that have an influential impact on voltage instability [1].  
Compared with static analysis, dynamic analysis provides more accurate 
representation of voltage instability. This is useful for detailed study of a specific 
system to test coordination, protection and for remedial measures. However, 
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dynamic simulations are more time-consuming than static. This constraint limits 
the application of dynamic modeling in studying the bulk power system. In 
contrast, static analysis is less computational intensive, and is able to determine 
the voltage stability at selected snapshots. If used appropriately, the static method 
is able to provide much insight into the nature of the problem and identify the key 
contributing elements. Therefore, static analysis is widely utilized for analyzing 
voltage stability of bulk power system. In some cases, researchers have combined 
both static and dynamic analysis to exploit the advantages of each. Reference [11] 
utilizes static analysis to identify the weak elements, and then models them in 
more detail with dynamic analysis. 
Voltage instability is essentially a nonlinear phenomenon, and it is usually 
evaluated using bifurcation theory. Bifurcation theory is the mathematical study 
of how and when the solutions to a system change as a result of parameter 
changes. Bifurcation theory has the following characteristics when it is applied to 
the analysis of voltage stability [5]: 
 System parameters are assumed to change slowly. 
 System instability occurs when a small change of system parameters 
cause qualitative changes. 
 In a saddle-node bifurcation, the equilibrium disappears with small 
parameter change and consequently the system’s voltage collapses 
dramatically.  
2.4 Voltage stability indices 
Voltage stability indices have been developed to detect proximity of a 
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system to voltage collapse. Voltage stability indices can be used on-line or off-line 
to assist the operators in determining how close a system is to voltage instability 
and what is the mechanism driving the instability. A good index should have the 
following characteristics [9] [12]: 
 Accurate 
 Linear 
 Fast  
 Providing sufficient information 
 Simple 
Past research on static analysis of voltage stability are generally divided 
into two categories.  
2.4.1 Security margin 
One category entails finding a security margin and the distance the current 
equilibrium point is from the instability region. The security margin of a power 
system depends on the system’s load margin under normal and contingency 
situations. The load margin of the system is defined as the amount of additional 
load that would cause a voltage collapse for a particular operating equilibrium [5]. 
The following indices belong to this category [1]: 
 Voltage stability index based on V-P characteristics of the system. 
System V-P characteristics are the result of several power flow 
simulations for different load level at a given power factor. However 
V-P characteristics of the system may not predict voltage collapse 
correctly because of changing power factor. 
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 Voltage stability index based on V-Q characteristics of the system. The 
Q-V characteristics of the system show the sensitivity of a bus voltage 
to reactive power. The bus being analyzed for its VQ curve is 
converted to a PV bus without reactive power limits. The calculation 
of VQ curves is time-consuming, and the bus reactive power injection 
or absorption is limited in reality. Therefore the Q-V characteristics of 
the system are useful but not commonly used for estimating voltage 
stability of bulk system.  
 Voltage stability index based upon the minimal load increment. As 
presented in [13], the purpose of this method is to find the minimal 
active and reactive power increments that may cause voltage collapse. 
The success of this method depends on the initial direction chosen for 
loading. 
 Voltage stability index based on reactive power limit. This was 
developed based on the theory that the fundamental cause of voltage 
collapse is the incapability of a power system to meet its demand for 
reactive power[1]. 
2.4.2 Voltage collapse indicator 
The other category of static analysis is based upon finding a voltage 
collapse indicator for which an emergency threshold may be set. Several types are 
listed here: 
 The V-Q sensitivity analysis [14][15] method assumes that P is 
constant (∆P=0) at each operating point, and the relationship between 
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∆Q and ∆V is capable of assessing the voltage stability. This method 
only works well for small change of operation state. 
 The Q-V modal analysis method [16] was developed from Q-V 
sensitivity analysis. The method computes the eigenvalue and 
eigenvector matrix of the reduced Q-V Jacobian marix. Besides 
providing estimation of voltage stability, the Q-V modal analysis also 
provides information regarding the mechanism of instability. Several 
techniques [1][17][18] have been developed to provide fast Q-V model 
analysis. 
 Singular value decomposition analysis [17][19][20][21] was derived 
from a linear power flow model based upon the system’s Jacobian 
matrix. The method evaluates the distance of the current Jacobian 
matrix to becoming singular. This method not only predicts voltage 
collapse, but also provides useful information for selecting remedial 
control measures. 
 Voltage Collapse Proximity Indicator (VCPI) [22] assumes that near 
maximum loading conditions, small increase in load would require a 
significant amount of reactive power due to large line losses. Two 
indicators, VCPIp and VCPIq, are used to assess the sensitivity 
between total change in generator reactive power and the change in 
active and reactive load. The buses with high VCPIp value are the 
most effective location for load shielding, and the buses with high 
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VCPIq value are the most effective location for reactive power 
compensation.  
 Voltage Instability Proximity Index (VIPI) [23][24][25]. This method 
estimates the voltage instability margin by calculating the angle θ 
between the specific vector and the critical vector.  
 The steady state voltage stability indicator [26] method calculates 
indicators for voltage stability of each load bus by solving load flow. It 
is able to predict voltage collapse without actually computing load 
flows for extreme loading conditions. The stability indicator L is easy 
to be calculated with a simple formula and its range is from 0 to 1. The 
smaller the L, the more stable the system. This method is widely 
utilized. 
 Some local indicators are for critical parts (nodes or area) of the 
system [27][28]. Sometimes system stability only depends on load 
change of critical parts (nodes or area). This type of indicator can be 
used for on-line voltage stability analysis because of its fast 
computation speed. 
2.5 FIDVR phenomenon 
The FIDVR event is a short-term voltage stability phenomenon. FIDVR 
occurs after a system fault. Once the fault has been cleared, the system voltage 
remains at the significant low level for several seconds or longer. In [29], NERC 
Transmission Issues Subcommittee defined the FIDVR as a voltage condition that 
is initiated by a fault and characterized as:  
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 Induction motors stall 
 The voltage is initially recovered to less than 90% of pre-contingency 
voltage after the fault has been cleared 
 The voltage is slowly (more than 2 seconds) restored to the expected 
post-contingency steady state voltage levels 
FIDVR phenomenon is not new, but most FIDVR events were recently 
observed and reported. In [30], Southern California Edison (SCE) Company 
described an FIDVR event that occurred in June 1990. This phenomenon 
followed fault clearing in the transmission system and involved 1000 square miles. 
This paper also mentions the FIDVR observed by Sacramento Municipal Utility 
District in August 1990 and by Memphis in 1987. There have been at least eight 
FIDVR events in Southeast Florida between 1985 and 1995 [31]. Reference [32] 
presents FIDVR events following a multiple contingency fault and breaker failure 
at two 230 kV substations in Metro Atlanta. Reference [33] describes an FIDVR 
even in 2003 that was initiated by a three-phase fault on the Arizona Public 
Services (APS) system. Other FIDVR events are discussed in [34]. These reports 
and papers indicate FIDVR is mainly associated with high concentrations of 
induction motor loads. 
The motors that have contributed to recent FIDVR events are low inertia, 
high efficiency, single phase induction motors of Residential Air Conditioners 
(RAC). These machines are easy to stall and draw a very high current during stall 
state. If the system does not have enough active and reactive power support, the 
high power demand of stalled RACs will further deteriorate voltage stability 
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causing more induction motors to stall thus leading to voltage collapse.  
Many methods have been proposed to solve FIDVR problem. They can be 
categorized as follows [34]: 
 The customer-level solution entails adjusting the RAC protection 
devices to help the RACs overcome or disconnect from the voltage 
transient instability. Although RAC manufacturers are hesitant to 
modify their standards. 
 The system solution includes reducing fault clearing time, utilizing 
reactive power compensation devices, limiting load with adverse 
influence, improving system protection, etc. However since this 
method does not necessarily prevent RAC stalling, FIDVR events can 
be reduced but not eliminated.  
At present, the controlled reactive power support at the grid level is 
believed to an efficient method. Also in practice utilities have installed generation 






POWER SYSTEM LOAD MODELING 
Many techniques and tools have been developed to simulate power system 
operation. One of the determining factors for accuracy is correct representation of 
power system equipment. However load is the most difficult aspect to model 
because of its great diversity.   
For appropriate power system planning and operation, detailed load 
models are needed. In this chapter, modeling and analysis of electrical motor 
loads are introduced. In particular single and three-phase induction motors are 
described in detail. 
3.1 Overview 
As defined in [3], if the load voltages reach post-disturbance equilibrium 
after a disturbance, the power system is under stable operation. This definition 
also implies that for a stable power system, power generation should match 
consumption. Therefore loads have a strong influence on the system stability.  
The power system load is comprised of many different devices such as 
motors, ovens, heaters, lamps, refrigerators, furnaces, and so on. These loads 
change with time, weather, economy, and other factors [1]. Also these millions of 
devices usually have their own special characteristics. Consequently it is not easy 
to build a load model to represent a practical load.  
In most of power system simulations the load is considered an equivalent 
load that represents an aggregate effect of many individual devices [5]. For most 
power system studies, the aggregation is at a substation or distribution point.  
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3.2 Load model category 
Traditionally load models are divided into two categories: static and 
dynamic. A composite load model includes both static and dynamic elements to 
represent the aggregate characteristics of various loads.  
3.2.1 Static load model 
The static model of the load provides the active and reactive power needed 
at any time based on simultaneously applied voltage and frequency. Static load 
models are capable of representing static load components such as resistive and 
reactive elements. They can also be used as a low frequency approximation of 
dynamic loads such as induction motors. However the static load model is not 
able to represent the transient response of dynamic loads [35]. 
Traditionally there are three types of static load models: voltage dependent, 
constant impedance/current/power (ZIP), and frequency dependent. The active 
and reactive power component of the static load model are always treated 
separately [1] [35]. 
Voltage dependent load is represented as an exponential model: 
ܲ ൌ ଴ܲ ቀ௏௏బቁ
௔
                     (3.1) 
ܳ ൌ ܳ଴ ቀ௏௏బቁ
௕
                (3.2) 
where 
V0  - Initial load bus voltage  
V  - Voltage applied on the load 
P0 and Q0 - Load active and reactive components when the applied voltage is V0 
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P and Q  - Load active and reactive components when the applied voltage is V 
a and b  - Exponential parameters 
When a and b are equal to 0, 1, and 2, the model represents the constant 
power, constant current, and constant impedance load respectively. For a common 
composite system a falls in the range of 0.5 to 1.8 and b is in the range of 1.5 to 6. 
The ZIP load model is a polynomial that is composed of constant 
impedance, constant current, and constant power elements. The ZIP load is 
expressed as 
ܲ ൌ ଴ܲሺ݌ଵ ቀ௏௏బቁ
ଶ ൅ ݌ଶ ቀ௏௏బቁ ൅ ݌ଷሻ                    (3.3) 
ܳ ൌ ܳ଴ሺݍଵ ቀ௏௏బቁ
ଶ ൅ ݍଶ ቀ௏௏బቁ ൅ ݍଷሻ                    (3.4) 
where V0, V, P0, Q0, P, and Q represent the same parameters as shown in the 
voltage dependent model. Other parameters are as follows:  
p1, p2, and p3  - Coefficients for defining the proportion of conductance, active 
current, and active power components 
q1, q2, and q3  - Coefficients for defining the proportion of susceptance, reactive 
current, and reactive power components 
The Frequency dependent load model is represented by multiplying a 
frequency dependent factor with the voltage dependent model as shown in 
Equation (3.5) and (3.6) or with the ZIP model as shown in Equation (3.7) and 
(3.8), 
ܲ ൌ ቂ ଴ܲ ቀ௏௏బቁ
௔ቃ ൣ1 ൅ ܭ௣௙ሺ݂ െ ଴݂ሻ൧               (3.5) 
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ܳ ൌ ൤ܳ଴ ቀ௏௏బቁ
௕൨ ൣ1 ൅ ܭ௤௙ሺ݂ െ ଴݂ሻ൧             (3.6) 
ܲ ൌ ൤ ଴ܲ ൬݌ଵ ቀ௏௏బቁ
ଶ ൅ ݌ଶ ቀ௏௏బቁ ൅ ݌ଷ൰൨ ൣ1 ൅ ܭ௣௙ሺ݂ െ ଴݂ሻ൧        (3.7) 
ܳ ൌ ൤ܳ଴ሺݍଵ ቀ௏௏బቁ
ଶ ൅ ݍଶ ቀ௏௏బቁ ൅ ݍଷሻ൨ ൣ1 ൅ ܭ௤௙ሺ݂ െ ଴݂ሻ൧        (3.8) 
where, V0, V, P0, Q0, P, and Q represent the same parameters as shown in the 
voltage dependent model. Other parameters are as follows: 
f0  - Initial bus frequency 
f  - Applied bus frequency 
Kpf  - Parameters ranging from 0 to 3.0 
Kqf    - Parameters ranging from -2.0 to 0 
3.2.2 Dynamic load model 
A dynamic load model is a differential equation that gives the active and 
reactive power at any time based on instantaneous and past applied voltage and 
frequency [35]. Typical devices and controls that contribute to load dynamics are: 
 Induction motor 
 Protection system 
 Discharge lamp 
 Load with thermostatic control  
 Other devices with dynamics such as HVDC converter, transformer 
ULTC, voltage regulator, and so on 
Modeling dynamic load is much more difficult than modeling static load 
but is essential for short term voltage stability studies. 
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3.2.3 Composite load model 
To represent aggregate characteristics of various load components, it is 
necessary to consider composite load models that take into account both static and 
dynamic behavior [1] [35]. Models of the following components are generally 
needed in a composite model: 
 Large industrial or commercial type induction motors 
 Small appliance induction motors such as resident air conditioner 
compressors 
 Discharging lights 
 Heating and incandescent lighting load 
 Thermostatically controlled loads 
 Power electronic loads 
 Transformer saturation effects 
 Shunt capacitors 
The composite load model also includes different representation for  
 The percentage of each type of load components 
 Parameter differences of similar load component types 
 The parameters of the feeders such as impedance and admittance. 
Each power operation management groups may have their own special 
composite load model for power system analysis. The composite model could also 
change with the different requirements. For example, the composite load model 
used by WECC in 2006 includes 20% induction motor load (dynamic), 80 % 
static load. Recently WECC has proposed a new composite load model that 
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includes transformers, shunt capacitors, feeder equivalent, three-phase induction 
motors, and equivalent models for air conditioners [37]. 
3.3 Load model approaches  
There are two commonly used methods to acquire the parameters of a load 
model: measurement based and component based [1][38]. 
3.3.1 Measurement based 
This method is considered a “top-down” approach. Measurements of 
complex power, voltage, current, and frequency at the load bus can be used to 
extrapolate parameters of the composite load model. These measurements may be 
performed from staged tests, actual system transients, or continuous system 
operation. The measurements can be utilized to determine the parameters of 
Equations 3.1 - 3.8.  
3.3.2 Component based 
The component based approach was developed by Electric Power 
Research Institute (EPRI) and is considered a “bottom-up” method. Composite 
load model parameters are estimated by investigating and aggregating the detailed 
characteristics of various types of system loads such as industrial, commercial, 
residential, and agricultural.  
EPRI also developed a program LOADSYN to automatically build up the 
load model by aggregating the load performance. In [33] and [39], researchers 
proposed and developed EPCL. EPCL is a programming language used in 
General Electric’s PSLF. It is able to automatically convert the different types of 
load components in the power flow case to composite load models.   
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3.4 Induction motor 
The induction machine is now widely used in appliances and industry. 
Because most of the grid’s energy is consumed by the induction machine, it is 
important to understand its detailed static and dynamic characteristics.  
Induction motors are normally represented as constant power load when in 
steady state operation. However, the constant power load model does not 
represent the motors response when a large disturbance occurs. Most stability 
study programs model induction motor dynamics with an equivalent circuit. This 
approach however is not able to correctly represent the induction motor for 
transient study.  
3.4.1 Three-phase induction motor 
3.4.1.1 Introduction 
Three-phase induction motors are commonly used in industry. A typical 
three-phase induction motor contains two magnetically coupled windings: stator 
windings and rotor cage. When the stator winding is connected to three-phase 
power, a rotating magnetic field is created. The velocity of the rotating magnetic 
field is determined by the frequency of the power supply. Since frequency of the 
power system is well maintained, the rotating velocity of the magnetic field in the 
induction motor is almost constant and is called the synchronous velocity.  
The rotor windings of three-phase induction motors are usually comprised 
of a cylindrical shaped conductor cage. The rotating magnetic field of the stator 
windings induces an alternating current in the rotor winding. Frequency of the 
induced current depends on the relative velocity between the synchronous field 
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and rotor rotational velocity. Torque is developed from the interaction of the two 
magnetic fields. 
3.4.1.2 Equivalent circuit of three-phase induction motor 
The simplified equivalent circuit of the three-phase induction motor is 
shown in Figure 3-1 [40]. In the figure, Rsta and Xsta are the stator resistance and 
reactance. Rrot_s and Xrot_s are the rotor resistance and reactance (referenced to the 
stator side). Rc and Xm are magnetizing resistance and reactance. The slip is 
calculated from: 
ݏ ൌ ௐೞ೤೙ିௐ೘ௐೞ೤೙          (3.9) 
where 
wsyn  - The synchronous angular speed of the magnetic field 
wm   - The angular speed of the motor  
 
Figure 3-1 Simplified equivalent circuit of the three-phase induction motor 
The motor synchronous speed is calculated as  
௦ܹ௬௡ ൌ ଶగ௙௣        (3.10) 
From Figure 3-1, the magnetizing impedance is calculated, 
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ܼ௠௔௚ ൌ ଵቂቀ భೃ೎ቁାቀ భೕ೉೘ቁቃ
       (3.11) 
The rotor impedance is calculated as 
ܼ௥௢௧ ൌ ோೝ೚೟_ೞ௦ ൅ ݆ܺ௥௢௧_௦      (3.12) 
The motor input current is then found by applying Ohm’s Law. 
ܫ௦ ൌ ௦ܸ/ሾܴ௦௧௔ ൅ ݆ܺ௦௧௔ ൅ ௓೘ೌ೒௓ೝ೚೟൫௓೘ೌ೒ା௓ೝ೚೟൯ሿ    (3.13) 
The motor input power is as follows: 
ܵ௦ ൌ 	 ௦ܲ ൅ ݆ܳ௦ ൌ ௦ܸܫ௦∗      (3.14) 
And the rotor current can be calculated with the following: 
ܫ௥௢௧ ൌ ܫ௦ ௓೘ೌ೒൫௓೘ೌ೒ା௓ೝ೚೟൯       (3.15) 
The mechanical power supplied by the motor is the power dissipated in the 
slip load resistance minus the mechanical power loss. 
௠ܲ௘௖௛ ൌ |ܫ௥௢௧|ଶ ∗ ோೝ೚೟ሺଵି௦ሻ௦ െ ௅ܲ௢௦௦	     (3.16) 
The load torque of the motor can then be determined.  
௠ܶ ൌ ݌ ∗ ௉೘೐೎೓ௐ೘        (3.17) 
Here, 
ܼ௠௔௚  - The magnetizing impedance for positive and negative slips 
ܼ௥௢௧  - The rotor impedance  
ܫ௦  - The motor input current 
ܫ௥௢௧ - The rotor current  
ܵ௦, ௦ܲ, ܳ௦- The motor input apparent, active, and reactive power 
௠ܲ௘௖௛ - The mechanical power supplied by the motor 
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௠ܶ - The load torque of the motor  
p  - The number of magnetic pole pairs per phase 
Simulations were conducted using the induction machine data provided on 
page 434 of [40]. The data is repeated in Table 3.1. Figure 3-2 presents the typical 
relationship between rotor speed, torque, input current magnitude, input active 
power, and input reactive power. The figure shows motor operation parameters 
corresponding to s = 3%. This is a constant torque situation. In some cases, the 
load torque may change with motor shaft speed.   
Table 3.1 Equivalent circuit parameter values of three-phase induction motor 
Pmotor = 14.92 kW Vrms = 254.034 V Vfreq = 60 Hz 
Rsta = 0.44 Ω Xsta = 1.25 Ω Rrot s = 0.4 Ω 
Xrot s = 1.25 Ω Rc = 350 Ω Xm = 27 Ω 
P = 1 Pmech loss = 262 W Pbase= 14.92 kW 
Vbase= 254.034 V fbase = 60 Hz Ibase = Pbase/Vbase 
Zbasen =(Vbase)2/Pbase Tbase =Pbase/(2πfbase)  
 
 
Figure 3-2 General characteristics of the three-phase induction motor 
Parameters for the equivalent circuit can be determined using the 



















































following measurements [40] [41]: 
 No-load test 
 Block-rotor test  
 Stator resistance measurement 
3.4.1.3 Mathematical model of three-phase induction motor 
The three phase induction machine is usually expressed in dq0 coordinates 
according to the following power invariant abc -> dq0 transformation (Park’s 
transformation). The zero sequence component is not included here because 
balanced operation is assumed [42].  
൤ ௦ܸௗ௦ܸ௤ ൨ ൌ ට
ଶ
ଷ ቎
cos ߠ௦௬௡ cosሺ ߠ௦௬௡ െ ଶగଷ ሻ cosሺ ߠ௦௬௡ െ
ସగ
ଷ ሻ







቏  (3.18) 
In steady state, both components of the rotor voltage are zero. 
൤ ௥ܸௗ௥ܸ௤ ൨ ൌ ቂ
0
0ቃ                (3.19) 
Flux linkage can also be expressed in dq coordinates where the subscript s 
represents the stator and r corresponds to rotor quantities. 
ߣ௦ௗ ൌ ିଵఠೞ೤೙ ൫ܴ௦݅௦௤ െ ௦ܸ௤൯      (3.20) 
ߣ௦௤ ൌ ଵఠೞ೤೙ ሺܴ௦݅௦ௗ െ ௦ܸௗሻ         (3.21) 
ߣ௥ௗ ൌ ିଵ௦∗ఠೞ೤೙ ܴ௥݅௥௤       (3.22) 
ߣ௥௤ ൌ ଵ௦∗ఠೞ೤೙ ܴ௥݅௥ௗ       (3.23) 























        (3.24) 
Torque is calculated as follows: 
௘ܶ௠ ൌ ௣ଶ ܮ௠൫݅௦௤݅௥ௗ െ ݅௦ௗ݅௥௤൯            (3.25) 
Acceleration is related to torque and mechanical inertia (Jeq). 
ௗ
ௗ௧ ߱௠௘௖௛ ൌ ೐்೘
ି்ಽ
௃೐೜        (3.26) 
Machine velocity is related to mechanical velocity through the number of poles. 
߱௠ ൌ ௣ଶ ߱௠௘௖௛        (3.27) 
Slip is related to the difference between synchronous and machine velocity. 
ݏ ൌ ఠೞ೤೙ିఠ೘ఠೞ೤೙         (3.28) 
Finally synchronous angle is related to synchronous velocity. 
ௗ
ௗ௧ ߠ௦௬௡ ൌ ߱௦௬௡        (3.29) 
where 
Va(t) - Stator winding A phase voltage  
Vb(t) - Stator winding B phase voltage  
Vc(t) - Stator winding C phase voltage  
θsyn - Angle between d-axis and the stator a-axis 
Vsd - Stator d-axis voltage transformed from Va(t), Vb(t), Vc(t) 
Vsq - Stator q-axis voltage transformed from Va(t), Vb(t), Vc(t) 
Vrd - Rotor d-axis voltage  
Vrq - Rotor q-axis voltage  
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Rs - Average stator resistance per phase  
Rr - Average rotor resistance per phase  
ωsyn - Synchronous speed  
λsd - Stator d-axis flux density 
λsq - Stator q-axis flux density 
λrd - Rotor d-axis flux density  
λrq - Rotor q-axis flux density  
isd - Stator d-axis current 
isq - Stator q-axis current 
ird - Rotor d-axis current 
irq - Rotor q-axis current 
Ls - Stator inductance per phase 
Lr - Rotor inductance per phase 
Lm - Mutual inductance  
p - Number of poles 
Tem - Instantaneous electromagnetic torque 
TL - Instantaneous load torque 
ωmech - Rotor speed in actual radians per second  
Jeq - Motor inertia 
ωm - Rotor speed in electrical radians per second  
 This model is well known and validated [42][43]. It is often used in the 
Simulink environment to represent dynamics of the three-phase cage rotor 
induction machine.  
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3.4.2 Single-phase induction motor 
3.4.2.1 Introduction 
 Single-phase induction motors are widely used in many household 
appliances. Generally, the single phase induction motor stator is composed of two 
separate windings: main (run) winding and auxiliary (start) winding that are 
physically displaced on the stator.  
Single phase machines typically require extra circuitry to start. An 
auxiliary winding is needed to start single-phase induction motors because current 
flowing in the main winding cannot create a rotating field. Furthermore a phase 
displacement between the run and start winding currents is needed to create a 
rotating flux component. The start winding current is typically configured to lead 
relative to current in the run winding. After started, the run winding is able to 
keep the rotor spinning and the auxiliary winding is sometimes switched off when 
the motor reaches its operating speed. Different techniques of creating the needed 
phase displacement lead to different classifications of single-phase induction 
motors [44][45]. 
 Capacitor-start induction motor 
This type of motor is widely used and includes a capacitor connected 
in series with the auxiliary winding. The auxiliary winding is switched 
off at about 75% the nominal speed.  
 Permanent-split capacitor motor 
This type of motor is similar to the capacitor-start machine except the 
auxiliary winding is connected in the circuit at all time. This machine 
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is characterized by good starting and running torque. 
 Capacitor start/capacitor run motor 
A capacitor is connected in series with the auxiliary winding. At start 
up, the capacitance is higher by connecting two capacitors in parallel. 
After the motor reaches its nominal speed, one capacitor is switched 
off to improve running capability. 
 Resistance split-phase induction motor 
The auxiliary winding of the motor is inductive like the main winding. 
However, the resistance to reactance ratio of the auxiliary winding is 
different from the resistance to reactance ratio of the main winding. 
Therefore main winding current and auxiliary winding current are not 
in phase and a rotating magnetic field is generated. The auxiliary 
winding is switched off when the motor reaches operating speed. 
3.4.2.2 Equivalent circuit of single-phase induction motor 
The simplified equivalent circuit of the single-phase induction motor is 
illustrated in Figure 3-3 [40]. As shown, Rsta and Xsta are the stator resistance and 
reactance. Rrot_s and Xrot_s are the rotor resistance and reactance transferred to the 
stator sides. Rc and Xm are magnetizing resistance and reactance. Finally positive 
and negative slip (spos and sneg) are defined as follows. 
ݏ௣௢௦ ൌ ௐೞ೤೙ିௐ೘ௐೞ೤೙        (3.30) 




wsyn  - The synchronous angular speed of the magnetic field 
wm  - The angular speed of the motor  
 
Figure 3-3 Simplified equivalent circuit of the single-phase induction motor 
The motor synchronous speed is calculated as  
௦ܹ௬௡ ൌ ଶగ௙௣         (3.32) 
In reference to Figure 3-3, the magnetizing impedance is found and is the 





       (3.33) 
The rotor impedance for positive and negative slip is calculated as: 
ܼ௣௢௦ ൌ ோೝ೚೟_ೞଶ௦೛೚ೞ ൅
௝௑ೝ೚೟_ೞ
ଶ       (3.34) 
ܼ௡௘௚ ൌ ோೝ೚೟_ೞଶ௦೙೐೒	 ൅
௝௑ೝ೚೟_ೞ
ଶ       (3.35) 
The motor input current is calculated by applying Ohm’s Law. 
ܫ௦ ൌ ௦ܸ/ሾܴ௦௧௔ ൅ ݆ܺ௦௧௔ ൅ ௓೘ೌ೒௓೛೚ೞ൫௓೘ೌ೒ା௓೛೚ೞ൯ ൅	
௓೘ೌ೒௓೙೐೒
൫௓೘ೌ೒ା௓೙೐೒൯ሿ     (3.36) 
 31 
 
The motor input complex power is: 
ܵ௦ ൌ 	 ௦ܲ ൅ ݆ܳ௦ ൌ ௦ܸܫ௦∗      (3.37) 
Rotor currents for positive and negative slip are as follows: 
ܫ௣௢௦ ൌ ܫ௦ ௓೘ೌ೒൫௓೘ೌ೒ା௓೛೚ೞ൯       (3.38) 
ܫ௡௘௚ ൌ ܫ௦ ௓೘ೌ೒൫௓೘ೌ೒ା௓೙೐೒൯       (3.39) 
The mechanical power supplied by the motor is the power dissipated in the 
two load slip resistances minus the mechanical power loss. 
௠ܲ௘௖௛ ൌ |ܫ௣௢௦|ଶ ∗ ோೝ೚೟_ೞሺଵି௦೛೚ೞሻଶ௦೛೚ೞ ൅	 |ܫ௡௘௚|
ଶ ∗ ோೝ೚೟_ೞሺଵି௦೙೐೒ሻଶ௦೙೐೒ െ ௅ܲ௢௦௦	   (3.40) 
The load torque of the motor can then be determined.  
௠ܶ ൌ ݌ ∗ ௉೘೐೎೓ௐ೘        (3.41) 
Here, 
ܼ௠௔௚  - The magnetizing impedance for positive and negative slip 
ܼ௣௢௦  - The rotor impedance for positive slip 
ܼ௡௘௚  - The rotor impedance for negative slip 
ܫ௦  - The motor input current 
ܫ௣௢௦ - The rotor current for positive slip 
ܫ௡௘௚ - The rotor current for negative slip 
ܵ௦, ௦ܲ, ܳ௦- The motor input apparent, active, and reactive power 
௠ܲ௘௖௛ - The mechanical power supplied by the motor 
௠ܶ - The load torque of the motor 
p  - The number of magnetic pole pairs 
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Simulations were performed using models with parameters from page 469 
of [40]. Figure 3-4 illustrates the typical relationship between rotor speed and 
torque, input RMS current, input active power, and input reactive power. In the 
figure Wr is the rotating speed of the motor in revolutions per minute (rpm). 
Table 3.2 Equivalent circuit parameter values of single-phase induction motor 
Pmotor = 186.5 W Vrms = 120V Vfreq = 60 Hz 
Rsta = 2 Ω Xsta = 2.5 Ω Rrot s = 4.1 Ω 
Xrot s = 2.2 Ω Rc = 400 Ω Xm = 51 Ω 
P = 2 Pmech loss = 50 W Pbase= 186.5 W 
Vbase = 120 V fbase = 60 Hz Zbase=(Vbase)2/Pbase 
Tbase=Pbase/(2πfbase) Ibase=Pbase/Vbase  
 
Figure 3-4 General characteristics of the single-phase induction motor 
The parameters for equivalent circuit of the single-phase induction motor 
can be determined using a similar method as mentioned in Section 3.4.1.2. 
3.4.2.3 Mathematical model of single-phase induction motor 
A complete dynamic model for the single-phase motor models has been 
developed in the stationary reference frame [46]. By referring rotor parameters to 

























































the stator side, the dynamics can be described as follows: 
௔ܸ௦ ൌ ݎ௔௦݅௔௦ ൅ ௗௗ௧ λ௔௦      (3.42) 
௕ܸ௦ ൌ ݎ௕௦݅௕௦ ൅ ௗௗ௧ λ௕௦      (3.43) 
In steady state, both components of the rotor voltage are zero. 
0 ൌ ݎ௥݅௔௥ ൅ ௗௗ௧ λ௔௥       (3.44) 
0 ൌ ݎ௥݅௕௥ ൅ ௗௗ௧ λ௕௥          (3.45) 
The rotor rotation speed depends on electrical torque, mechanic torque (load), and 
the motor inertia. 
ܬ ௗௗ௧ ω௥ ൌ ௘ܶ௟௘௖ െ ௠ܶ௘௖௛       (3.46) 
The electrical torque is defined as follows: 
௘ܶ௟௘௖ ൌ ሾ݅௔௦ ݅௕௦ሿ ൤ܮ௠ 00 ݊ܮ௠൨ ൤
െ sinሺߠሻ െ cosሺߠሻ
െ cosሺߠሻ sinሺߠሻ ൨ ൤
݅௔௥݅௕௥൨   (3.47) 
Parameters for the single phase induction machine are:  
Vas  - Stator main winding voltage  
Vbs  - Stator auxiliary winding voltage  
ias  - Stator main winding current  
ibs  - Stator auxiliary winding current 
ras  - Stator main winding resistance  
rbs  - Stator auxiliary winding resistance 
λas  - Stator main winding flux  
λbs  - Stator auxiliary winding flux 
iar  - Rotor main winding current  
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ibr  - Rotor auxiliary winding current 
rr  - Rotor winding resistance  
λar  - Rotor main winding flux  
λbr  - Rotor auxiliary winding flux 
ωr  - Rotor speed 
J  - Motor inertia 
Telec  - Electrical torque 
Tmech  - Mechanical load torque 
N  - The ratio of stator auxiliary winding turns to stator main winding turns 
Lm  - Stator magnetizing inductance 
θ  - Rotor angle 
A transformation is applied such that the fundamental frequency of all 










ܾݎ	ቃ           (3.49) 
The winding dynamic equations become:  
ௗܸ௦ ൌ ݎௗ௦݅ௗ௦ ൅ ௗௗ௧ λௗ௦        (3.50) 
௤ܸ௦ ൌ ݎ௤௦݅௤௦ ൅ ௗௗ௧ λ௤௦        (3.51) 
0 ൌ ݎ௥݅ௗ௥ െ ߱௥λ௤௥ ൅ ௗௗ௧ λௗ௥         (3.52) 
0 ൌ ݎ௥݅௤௥ ൅ ߱௥λௗ௥ ൅ ௗௗ௧ λ௤௥       (3.53) 
ܬ ௗௗ௧ ω௥ ൌ ௘ܶ௟௘௖ െ ௠ܶ௘௖௛         (3.54) 
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Where rds = ras and rqs = rbs.    
The electric torque can then be calculated as: 
௘ܶ௟௘௖
ൌ ሾ݅ௗ௦ ݅௤௦ሿ ൤ܮ௠ 00 ݊ܮ௠൨ ൤
െ sinሺߠሻ െ cosሺߠሻ
െ cosሺߠሻ sinሺߠሻ ൨ ൤
cosሺߠሻ െ sinሺߠሻ
െ sinሺߠሻ െ cosሺߠሻ൨ ൤
݅ௗ௥݅௤௥൨ 
ൌ ܮ௠݅ௗ௦݅௤௥ െ ݊ܮ௠݅௤௦݅ௗ௥        (3.55) 
This model is capable of providing accurate behavior of the single-phase 
motor in transient study.  
3.4.3 Particular characteristics of induction motor load 
When the voltage applied to the motor is reduced as a result of 
transmission or distribution faults, the electrical torque generated by the motor 
will also be reduced. This in turn slows the motor. The rate of deceleration is 
dependent on the motor inertia and load torque. If the applied voltage is too low 
or if the duration is too long, the motor will stop rotating (stall). Stalled motors 
draw an abnormally high current from the grid.  
To reduce adverse effects on the grid, two types of protection are typically 
employed. Under Voltage Protection (UVP) is a circuit with a contactor to trip the 
motor offline when the applied voltage is below a certain level. Thermal Over 
Load (TOL) protection disconnects the motor if it becomes too hot as a result of 




MODELING AND SIMULATION OF RESIDENTIAL AIR CONDITIONERS 
This chapter describes RAC characteristics, their influence on system 
operation, and requirements for modeling RACs. The latest modeling methods for 
RACs are presented. Voltage sag events are also simulated and compared for both 
single and three phase motor models. 
4.1 Introduction of residential air conditioner (RAC) motors  
 The most common type of motor used in RACs is compressor-driving, 
capacitor-start or capacitor-run single-phase induction machine. A few compressor 
motors include a starting kit that enhances starting torque. The RAC compressor 
is normally either reciprocating or scroll type. The reciprocating compressor is 
used by most of the RACs in the United States, but the scroll type is becoming 
more popular.  
References [33][34][49] and [50] present test results of RACs with a 
variety of compressor technology, tonnage, efficiency, and refrigerant. Typical 
behaviors of the RACs are observed: 
 Under steady-state condition, the power consumed by the RAC is used 
80-87% by the compressor motor, 10–12% by indoor fan, and 3–5% 
by outdoor fan. 
 The high efficiency, low inertia single-phase motors used by RACs are 
prone to stall quickly. 
 Under stall condition, the RACs draw very high current. Much active 
and reactive power is consumed when stalled. 
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 The RAC is likely to stall when the applied voltage is between 50% 
and 73% of its nominal voltage and voltage sag duration is equal or 
more than 3 cycles. The stalling threshold voltage depends on the 
outdoor temperature. 
 The RAC is normally equipped with the TOL protection. According to 
lab experiments on different type of RACs, the time duration was 
found to be about 5 to 20 seconds in [33]; about 1 to 20 seconds in 
[34]; about 6 to 18.5 seconds reported by EPRI, about 2 to 20 seconds 
by SCE in [49]; and about 2 to 46 seconds in [50].  
 The RAC is also equipped with UVL. The dropout voltage was 
discovered to be about 43% to 56% in [33]; about 35% to 55% in [34] ; 
an average of 52% found by EPRI; 42% by SCE in [49]; and about 35% 
to 45% in [50].  
 Under stalled conditions, if the compressor motor used by RAC is a 
scroll unit, the motor may restart automatically if the applied voltage 
recovers quickly enough (approximately above 70%). If the 
compressor motor used by RAC is a reciprocating unit, the motor will 
not restart by itself. 
4.2 Why modeling RAC motors are important 
The investigation of FIDVR events in some cases shows that the stalling 
of RACs after a system fault is the primary cause [29]-[34]. Results from testing 
of 28 air conditioner units [34] indicate more detail as to why this occurs. After a 
voltage sag, the low-inertia air conditioners stall quickly and the increased stall 
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power further deteriorates the system voltage. If the voltage sag is above the UVL 
threshold, system voltage will recover only after the TOL protection has 
disconnected the units. 
Conventionally, the single-phase air conditioner motors are represented by 
three-phase induction motors. After studying a number of FIDVR events, SCE 
and WECC concluded that three-phase induction motor models do not accurately 
represent the characteristics of air conditioner loads in stability simulations [50]. 
Thus the creation of a precise aggregate model of the single-phase induction 
machine becomes an urgent issue. 
4.3 Model requirements 
The basic requirement for the RAC model is to accurately represent the 
steady and dynamic behavior of the RAC unit. Reference [46] and [50] introduced 
RAC systematic model requirements specified by WECC LMTF as follows: 
 Model should be computationally stable with ¼ cycle simulation time 
step as commonly used in transient stability studies. 
 In steady state the RAC active and reactive power should be 
represented precisely for slow voltage variations.  
 When oscillation occurs, the RAC active and reactive power should be 
represented reasonably for frequency oscillations up to 1.0 Hz. 
 When the motor stalls, the current, active power, and reactive power 
consumed by the RACs should be represented well. 
 When voltage sag occurs, the model should distinguish and accurately 
represent the complex power during stall and re-acceleration.  
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 The model should be able to accurately represent TOL tripping as a 
function of the current and time. 
 Represent reasonably the control operation of the motor. 
4.4 Modeling RAC compressors  
4.4.1 Classification of RAC models 
Many techniques for modeling the RAC motor have been presented. 
Generally, models can be categorized as equipment or grid level type [46] [50]. 
 Equipment-level models:  
The equipment-level models represent only one unit and describe RAC 
behavior in detail with high accuracy. The models introduced in 
Section 3.4.1, Section 3.4.2, and the phasor model to be discussed are 
all considered equipment-level models. However it is impractical to 
represent each RAC with an equipment-level model because of 
excessive simulation time. 
 Grid-level models: 
Grid-level models represent many RAC motors as an aggregate. 
Usually precision is lacking in this type of model. The grid-level 
model is commonly used in power system simulators.  
4.4.2 Phasor model 
RACs usually contain a single phase induction motor driving a compressor 
load. Since the magnetic field produced by the windings is normally not 
symmetric, simplifying operations like Park’s dq0 transformation cannot be 
applied.   
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The mathematical model of Section 3.4.2.3 was used a basis in the 
development of a phasor model [46]. This model was created with the technique 
of dynamic phasor representation. This model is an approximation but is still 
correctly represents RAC operation in steady-state and transient. The 
simplification however neglects higher-order harmonics and fast transients. Also 
the phasor model takes into account saturation effects and captures the detailed 
electrical behavior of the motor. The equations are as follows [46]: 
| ௦ܸ| ൌ ቀݎௗ௦ ൅ ݆ ௪ೞ௪್ ܺௗ௦′ቁ ൫ܫௗ௦
ோ ൅ ݆ܫௗ௦ூ൯ ൅ ݆ ቀ௪ೞ௪್ቁ ቀ
௑೘
௑್ቁ ൫Ψௗ௥
ோ ൅ ݆Ψௗ௥ூ൯   (4.1) 
| ௦ܸ| ൌ ቀݎ௤௦ ൅ ݆ ௪ೞ௪್ ܺ௤௦
ᇱ ൅ ݆ ௪ೞ௪್ ܺ௖ቁ ൫ܫ௤௦
ோ ൅ ݆ܫ௤௦ூ൯ ൅ ݆ ቀ௪ೞ௪್ቁ ቀ
௡௑೘
௑ೝ ቁ ൫Ψ௤௥
ோ ൅ ݆Ψ௤௥ூ൯ 
              (4.2) 
ቈ ൫Ψ௙
ோ ൅ ݆Ψ௙ூ൯




1 ݆ ൨ ቈ
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൫ܫ௕ோ ൅ ݆ܫ௕ூ൯	቉          (4.6) 
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൫ݏܽݐ൫Ψ௙,Ψ௕൯ ൅ ݆ሺݓ௦ െ ݓ௥ሻ ௢ܶ′൯൫Ψ௙ோ ൅ ݆Ψ௙ூ൯   (4.7) 
൫Ψ௕ோ ൅ ݆Ψ௕ூ൯ 	ൌ ௑೘൫ூ್
ೃା௝ூ್಺൯







ூΨ௙ோ െ 	ܫ௙ோΨ௙ூ െ ܫ௕ூΨ௕ோ ൅ ܫ௕ோΨ௕ூ൯ െ ௠ܶ௘௖௛   (4.9) 
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ܫ௦ ൌ ൣ൫ܫௗ௦ோ ൅ ݆ܫௗ௦ூ൯ ൅ ൫ܫ௤௦ோ ൅ ݆ܫ௤௦ூ൯൧݁௝ఝ     (4.10) 
ݏܽݐ൫Ψ௙,Ψ௕൯ 	ൌ ൜ 11 ൅ ܣ௦௔௧ሺΨ െ ܾ௦௔௧ሻଶ  
݂݋ݎ	ߖ ൑ ܾ௦௔௧
݂݋ݎ	ߖ ൐ ܾ௦௔௧   (4.11) 
Ψ ൌ ට൫Ψ௙ோ൯ଶ ൅ ൫Ψ௙ூ൯ଶ ൅ ൫Ψ௕ோ൯ଶ ൅ ൫Ψ௕ூ൯ଶ          (4.12) 
where 
Vs   - Applied voltage Phasor 
ωs   - Applied voltage frequency 
ωb   - Frequency base 
φ   - Applied voltage phase angle 
H   - Motor inertia 
N   - Ratio of stator auxiliary winding turns to stator main winding turns 
Tmech   - Mechanical load torque 
rds  - d-axis stator resistance 
rqs  - q-axis rotor resistance 
Xds’  - d-axis stator transient reactance 
Xqs’  - q-axis stator transient reactance 
Xm  - Magnetizing reactance 
Xr  - Rotor reactance 
Xc  - Capacitive reactance 
Asat  - Saturation constant 
bsat  - Saturation constant 
ωr  - Motor speed 
IdsR  - Real part of d-axis stator current 
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IdsI  - Imaginary part of d-axis stator current 
IqsR  - Real part of q-axis stator current 
IqsI  - Imaginary part of q-axis stator current 
ΨdsR  - Real part of d-axis rotor flux voltage  
ΨdsI  - Imaginary part of d-axis rotor flux voltage 
ΨqsR  - Real part of q-axis rotor flux voltage 
ΨqsI  - Imaginary part of q-axis rotor flux voltage 
ΨfR  - Real part of forward rotating flux voltage  
ΨfI  - Imaginary part forward rotating flux voltage 
ΨbR  - Real part of backward rotating flux voltage 
ΨbI  - Imaginary part of backward rotating flux voltage 
IfR  - Real part of forward current  
IfI  - Imaginary part forward current 
IbR  - Real part of backward current 
IbI  - Imaginary part of backward current 
Is  - Stator current 
To’  - Represent 
௫ೝ
௪್ோೝ 
Satt(Ψf, Ψb) - Saturation function 
The example simulations in reference [46] show that the phasor model is 
able to demonstrate machine dynamics and stall behavior. It has also been shown 
that this model can represent the air conditioner load during both steady-state and 
transient. 
The phasor model also satisfies the WECC LMTF model requirements 
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described in Section 4.3. The phasor model is being considered by WECC as a 
primary approach for modeling RACs.  
4.4.3 Grid-level models 
The most common methods for grid-level modeling are performance and 
hybrid. 
4.4.3.1 Performance based method 
The performance based method is a reasonable way to approximate the 
aggregate behavior of motors. The active and reactive power needed by the 
motors are measured and recorded in many different voltage and frequency 
conditions. These values are able to represent the motor behavior during the slow 
transients (up to 0.5 Hz). When the power supply is above the stall voltage level, 
the motor can be considered as a “running” model. When the supply voltage falls 
below the stall voltage threshold, the “running” model is replaced with a “stalled” 
model [50]. The switching time between “running” and “stalled” models (a few 
cycles) is neglected as it is assumed that not much information is lost during the 
transition. 
4.4.3.2 Hybrid model 
A hybrid model was proposed in [33],[38] [51], and [52] to represent the 
RACs for the simulation. This model was derived from observed behavior 
reported in [49]. The hybrid model of the RACs is normally composed of two 
parallel connected components:  
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 A standard three-phase induction motor model that represents 
reasonable steady-state and dynamic behavior of aggregated RACs in 
normal operation.  
 A constant shunt impedance load that represents stalled behavior.  
In normal operation the RACs are represented with the standard 
three-phase induction motor model. After stall, the constant shunt impedance is 
switched on instead.  
The shunt impedance load is usually determined by the normal operation 
load, the rated locked-rotor current, and estimated power factor under stall 
conditions [52]. The shunt impedance is configured to draw, at reduced voltage, 
about two to three times of the rated current. The reactance and resistance of the 
shunt are typically both about 20% of the motor reactance and resistance at rated 
voltage [33]. 
In [33] the hybrid model was validated using the data from an observed 
delayed voltage recovery event in 2003. The hybrid model proposed in [52] 
assumes the shunt impedance power factor is 0.45. This is common in present 
energy-efficient RAC motors under stall conditions. Reference [51] utilized the 
hybrid model to investigate mitigating adverse effects of FIDVR events.  
The grid level model is very practical to represent the motor load at steady 
state and stall for simulation of the large power system. However the transient 




4.5 Motor modeling and parameters 
A single phase phasor model and a three phase motor model were 
simulated to find the best representation of RAC behavior in presence of voltage 
sags.  
4.5.1 Single-phase induction motor parameters and simulation 
The phasor model previously discussed is appropriate to represent air 
conditioner load in steady-state and transient. The phasor model of a typical air 
conditioner from [46] was selected for simulation. Parameters of this model are 
listed below.  
Table 4.1 Parameters for phasor model  
Pbase = 3500 W Vbase = 240 V Ibase = 14.5833 A Zbase = 16.4571 Ω 
ωs = 377 rad/sec ωb = 377 rad/sec rds = 0.0365 p.u. Xds' = 0.1033 p.u. 
rqs = 0.0729 p.u. Xqs' = 0.1489 p.u. Xc = -2.779 p.u. Xm = 2.28 p.u. 
rr = 0.0486 p.u. Xr = 2.33 p.u. H = 0.04 Ws/VA n = 1.22 
Asat = 5.6 bsat = 0.7212 To' = 0.1212 p.u. 
Tmech= 0.85+ (ωr/ 
ωb)4 p.u. 
 
In this model, Tmech is a function of rotor speed and H falls within the 0.03 
sec to 0.05 sec range suggested by laboratory tests [34][49]. 
The phasor model was simulated in Simulink under momentary voltage 
sag conditions without TOL or UVL protection logic. Figure 4-1 illustrates results 
of the RAC phasor model under two voltage sag cases. Figure 4-1 (a) shows the 
input RMS voltage for .4 p.u. and .65 p.u. voltage sag cases. Both sags occur at 
1.334 s with five cycle duration. Figure 4-1 (b), (c), and (d) show the active power, 




(a) The RMS value of the input voltage (p.u.) 
 
(b) The input active power (p.u.) 


























































(c) The input reactive power (p.u.) 
 
(d) The rotation speed of the rotor (rad/s) 
Figure 4-1 Simulation result of phasor model 
 





















































The figure shows that the starting power is around five times steady state. 
In the case of 40% voltage sag, the RMS current increased more than two times 
normal operation. The rotation speed also recovered in the 40% voltage sag case. 
In the 65% case, the motor stalled resulting in a significant increase of active and 
reactive power consumption. 
4.5.2 Three-phase induction motor parameters and simulation 
A three-phase motor model was also tested in simulation. The model has 
no startup control and its load torque (Tmech) was set constant. Table 4.2 lists the 
parameters used in simulation. 
 Table 4.2 Parameter values of three-phase induction motor 
Sbase = 100 MVA Vbase = 230 kV fbase = 60 Hz Tmech = 0.5 
Rs = 0.01 p.u. Xs = 0.15 p.u. Rr = 0.05 p.u. Xr = 0.15 p.u. 
Xm = 5 p.u. H = 3 kWs/kVA   
 
Here Rs and Xs are stator resistance and reactance respectively. The cage 
rotor resistance and reactance are Rr and Xr respectively. Xm is the magnetization 
reactance, H is the inertia constant, and Tmech is the mechanic load torque.  
Figure 4-2 illustrates simulation results of a three-phase motor model 
under voltage sags of one second, and five cycle duration. The first voltage sag is 
to 0.1 p.u., and the second to 0.5 p.u. Figure 4-1 (a) shows the input RMS voltage. 
Figure 4-1 (b), (c), and (d) present the consumed active power, reactive power, 
and rotor rotation speed respectively. Larger voltage sags were used here to show 




(a) The RMS value of the input voltage (p.u.) 
 
(b) The input active power (p.u.) 



























































(c) The input reactive power (p.u.) 
 
 
(d) The rotation speed of the rotor (rad/s) 
Figure 4-2 Simulation result of three-phase motor model 

















































Simulation results show the rotation speed of this three-phase motor is 
almost constant even with 90 % voltage sag. Also the active power and reactive 







The objective of this work is to compare detailed single phase motor loads 
with the typical three phase motor aggregate approximation. The context of the 
study is voltage stability and in particular fault induced voltage recovery. A 
technique to interface a typical positive sequence power flow simulation with 
detailed single phase motor models is presented. 
5.2 Proposed method for simulation of single-phase induction motor  
The proposed solution utilizes the detailed single-phase equipment level 
models of distribution networks to replace the grid level aggregate equivalent load 
model in a typical positive sequence power system simulation tool. The proposed 
method involves an interface between the transmission network power flow 
simulation and a detailed distribution model. The detailed distribution system for 
this study was configured with constant impedance load and unit level 
single-phase induction motor load. The distribution networks were connected to 
the bus nodes in the transmission network. 
As shown in Figure 5-1, the simulation of the power system operation is 




Figure 5-1 The simulation procedure of the power system 
Data from the transmission network and the data from the distribution 
network are exchanged in each time period. This data communication ensures 
continuity of power system dynamic study. For each time period a procedure is 
repeated. In the first time period, 
 Perform the power flow analysis of the transmission network and 
record the bus voltage (V1) of the selected bus 
 Provide the magnitude and angle of V1 to the distribution system as the 
supply voltage 
 Run the time-domain simulation of the distribution network in the first 
time period and record the positive sequence of the supply voltage 
(V2_p), active load (P2), and reactive load (Q2) at the end of the time 
period 
 In transmission network, replace V1 with the V2_p, and update the bus 
load with P2 and Q2 
 The transmission network is then ready for the time-domain simulation 
in the first time period 
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This procedure is continuously repeated in each time step until the 
simulation end. This method gives a precise representation of the bus load and 
voltage change in the transmission network in transient and steady state. 
Simulation results of various load composition of the distribution network will be 
compared and analyzed.      
5.3 Simulation software 
The proposed method was applied to power system simulation using two 
simulators: PSAT and MATLAB SIMULINK. The transmission network was 
simulated using the PSAT and the distribution network was built in MATLAB 
SIMULINK. These two simulators were selected to perform the proposed method 








In this work, the effects of single-phase motor load on voltage stability are 
investigated. Differences between typical equivalent three phase motor aggregate 
approximations and detailed single phase motor loads are studied. A power system 
with different percentage of equivalent three phase and single phase motor loads 
was designed and built in simulation.  
The three phase motor model introduced in Section 4.5.2 was utilized to 
represent an aggregate approximation of single phase motors. For capturing the 
accurate transient response of the motor load, the equipment-level phasor model 
introduced in Section Error! Reference source not found. was used to represent 
the single-phase motor load.  
Figure 6-1shows the distribution network built in simulation for 
single-phase loads. The distribution system is simplified in this research as it does 




Figure 6-1 Distribution system with single-phase motor load 
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The simulated distribution system is a star network and includes: 
 One 230 kV / 69 kV three-phase transformers 
 Four 69 kV / 12.47 kV three-phase transformers  
 Three hundred and sixty 12.47 kV / 240 V single-phase transformers  
 Load components 
6.2 The transmission system  
The objective of the proposed method is to study the influence of motor 
load on the actual power system. Accordingly the WECC 3-machine, 9-bus 
system with turbine governor and AVR, was built in PSAT for this case study. In 
this test system, the power base is 100 MVA and frequency is 60 Hz. The system 
includes: 
 9 lines 
 3 PQ buses (Bus 5, 6, and 8) 
 2 PV buses (Bus 2 and 3) 
 3 machines with governors and AVR (Bus 1, 2, and 3) 
 The swing bus is Bus 1 
6.3 Simulation cases 
A normally-cleared short duration fault was selected as the contingency 
for analyzing the motor effects on power system stability. The fault is defined as 
follows: 
 At t=1 s, a three-phase grounding fault occurs on bus 7    
 The circuit breaker installed between bus 4 and bus 7 clears the fault at 
1.083 second (after 5 cycles) 
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Bus 6 of the transmission network was selected as the load bus. The load 
was set as 0.762 + j0.304 p.u. to represent a mixed composition. The power factor 
of this load is 0.93. 
6.3.1 Three-phase motor load 
The tests in this section are to analyze the influence of three-phase motor 
load on the power system. It is assumed that all the single phase motor loads in 
the distribution system are represented as an equivalent three-phase motor load. 
Four different load test cases were configured for bus 6. 











1 90 10 Three-phase 0.0762 0.0304 
2 70 30 Three-phase 0.2285 0.0911 
3 50 50 Three-phase 0.3809 0.1518 
4 30 70 Three-phase 0.5332 0.2125 
 
Simulation results of the four load cases are shown in Figure 6-2. After the 
fault is cleared, the active loads oscillate and slowly returned to a stable state. The 
reactive load power shows spikes when the fault occurs and when it is cleared. By 
the end of this 20 seconds simulation, the loads in the four test cases are slightly 
different because the amount of actual motor load is affected by power flow 




(a) Bus 6 load active power  
 
(b) Bus 6 load reactive power 
Figure 6-2 Bus 6 load power for three-phase motor load 




























10% 3PH motor load, 90% constant Z load
30% 3PH motor load, 70% constant Z load
50% 3PH motor load, 50% constant Z load
70% 3PH motor load, 30% constant Z load


























10% 3PH motor load, 90% constant Z load
30% 3PH motor load, 70% constant Z load
50% 3PH motor load, 50% constant Z load
70% 3PH motor load, 30% constant Z load
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The voltage magnitude and angles at bus 6 corresponding to different 
motor load percentage are shown in Figure 6-3 and Figure 6-4.  
Figure 6-3 shows that the voltage in all cases initially recovered to about 
90% and then reduced to around 0.65 p.u.. Some ringing can be seen as the 
voltage returned to a stable value of 0.98 p.u..  
 
Figure 6-3 Bus 6 voltage magnitude for three-phase motor load 
The bus angles presented in Figure 6-4 shows the angle difference 
between bus 6 and the swing bus. After the fault, the angle difference spiked then 
settled to a new stable value. 
 
























10% 3PH motor load, 90% constant Z load
30% 3PH motor load, 70% constant Z load
50% 3PH motor load, 50% constant Z load




Figure 6-4 Bus 6 voltage angle for three-phase motor load 
6.3.2 Single-phase motor load 
The tests in this section are to investigate the influence of single-phase 
motor load on the power system. The distribution system arrangement is shown in 
Figure 6-1. Four distribution systems were configured with all single-phase 
motors but with various percentages. The four load cases are summarized in Table 
6.2. The equipment-level model for single-phase induction machine is based on 
the phasor model of Section Error! Reference source not found.. Furthermore 
different protection switch setups were configured for each load case for a total of 
































10% 3PH motor load, 90% constant Z load
30% 3PH motor load, 70% constant Z load
50% 3PH motor load, 50% constant Z load










(%) Motor type 
Number of  
motors 
1 90 10 Single -phase 720 
2 70 30 Single -phase 2160 
3 50 50 Single -phase 3600 
4 30 70 Single -phase 5040 
 
6.3.2.1 Protection switch setup 
To represent an actual RAC, TOL and UVL protection logic was included 
in the phasor model. Two protection switch configurations are defined in this 
research to represent extreme settings: 
 Protection switch setup 1: The TOL open time set is longer that the 
simulation time, thus disabling TOL protection. The UVL threshold is 
set at a very low level of 0.4 p.u.. 
 Protection switch setup 2: The TOL switch of the RAC disconnects 
the RAC from the grid after a stall of 5 seconds or longer. The UVL 
threshold is set at 0.52 p.u.. 
6.3.2.2 Simulation results with protection switch setup 1 
The load power on bus 6 is shown in Figure 6-5. The real and reactive 
power draw significantly increases for the 50% motor load case. This is because 
the single-phase motors in the distribution system stalled and thus consumed more 
power than normal operation. The reactive power increase is much more than the 
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active power due to the low power factor of RAC motors under stall condition.  
 
(a) Bus 6 load active power 
 
(b) Bus 6 load reactive power 
Figure 6-5 Bus 6 load power with protection setup 1 




























10% 1PH motor load, 90% constant Z load
30% 1PH motor load, 70% constant Z load
50% 1PH motor load, 50% constant Z load
70% 1PH motor load, 30% constant Z load

























10% 1PH motor load, 90% constant Z load
30% 1PH motor load, 70% constant Z load
50% 1PH motor load, 50% constant Z load
70% 1PH motor load, 30% constant Z load
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Since motor load of the 70% case was removed at 1.9158 seconds by UVL 
protection, the total load reduced significantly. 
The voltages magnitude and angle at bus 6 are shown in Figure 6-6 and 
Figure 6-7 respectively. The voltage magnitude and angle in all test cases reached 
a stable level after the fault.  
 
Figure 6-6 Bus 6 voltage magnitude with protection setup 1 

























10% 1PH motor load, 90% constant Z load
30% 1PH motor load, 70% constant Z load
50% 1PH motor load, 50% constant Z load




Figure 6-7 Bus 6 voltage angle with protection setup 1 
In case that all the RAC motors included in the power system are equipped 
with protection setup 1, simulation results shows that: 
 For 10 % motor load, the motor speed was almost constant during the 
entire simulation. 
 For the 30% single-phase motor load, the speed reduced a little during 
the fault but recovered shortly after it was cleared. 
 For the 50% single-phase motor case, the motors stalled at 2.005 
seconds. 
 For the 70% single-phase motor load case, the under-voltage contact 
switch opened at 1.9158 seconds 
6.3.2.3 Simulation results with protection switch setup 2 
The power at bus 6 during the simulation is shown in Figure 6-8.  

























10% 1PH motor load, 90% constant Z load
30% 1PH motor load, 70% constant Z load
50% 1PH motor load, 50% constant Z load




(a) Bus 6 load active power 
 
(b) Bus 6 load reactive power 
Figure 6-8 Bus 6 load power with protection setup 2 




























10% 1PH motor load, 90% constant Z load
30% 1PH motor load, 70% constant Z load
50% 1PH motor load, 50% constant Z load
70% 1PH motor load, 30% constant Z load

























10% 1PH motor load, 90% constant Z load
30% 1PH motor load, 70% constant Z load
50% 1PH motor load, 50% constant Z load
70% 1PH motor load, 30% constant Z load
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Since the stalled motors of the 50% single-phase motor load case consume much 
more power, the TOL switch removed the entire single-phase motor load at about 7 
s. Load shedding can also be seen for the 70% single-phase motor load case. 
Figure 6-9 shows after the fault was cleared, the bus voltage drop of the 50% 
case is much lower than other 3 test cases. This is due to the high power demand 
of the stalled machines. After the motors are disconnected, the voltage recovers.  
 
Figure 6-9 Bus 6 voltage magnitude with protection setup 2 
The bus angles presented in Figure 6-10 show that power system is able to 
keep the rotor angle stable with the protection switch setup 2.  
 
























10% 1PH motor load, 90% constant Z load
30% 1PH motor load, 70% constant Z load
50% 1PH motor load, 50% constant Z load




Figure 6-10 Bus 6 voltage angle with protection setup 2 
In the case that all RAC motors are equipped with the protection switch 
setup 2, results indicate: 
 For the 10% single-phase motor load, neither protection mechanisms 
activated.  
 Also for the 30% motor load case neither protection mechanisms 
activated.  
 For the 50% motor load case the UVL switch did not open but the 
motor stalled at 2.005 s thus triggering the TOL switch 5 seconds later. 
 For the 70% single-phase motor load, the UVL protection switch 
opened at 1.0395 s. 
6.4 Case analysis 
Simulation results from the previous section are now compared in a 




























10% 1PH motor load, 90% constant Z load
30% 1PH motor load, 70% constant Z load
50% 1PH motor load, 50% constant Z load
70% 1PH motor load, 30% constant Z load
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different manner. Single phase and the equivalent three phase simulation results 
are compared for a given percentage of motor load penetration. Table 6.3 shows 
the various comparison sets.  
Table 6.3 Comparison sets for different motor load percentage  
Comparison set Motor type Protection switch setup 
10% motor load 
Three-phase None 
Single-phase Setup 1 
Single-phase Setup 2 
30% motor load 
Three-phase None 
Single-phase Setup 1 
Single-phase Setup 2 
50% motor load 
Three-phase None 
Single-phase Setup 1 
Single-phase Protection switch setup 2 
70% motor load 
Three-phase None 
Single-phase Protection switch setup 1 
Single-phase Protection switch setup 2 
 
6.4.1 10% motor load 
Figure 6-11 shows the bus apparent power and Figure 6-12 shows the bus 
voltage magnitude. It can be seen in Figure 6-11 that after the fault, the apparent 
power in the three and single-phase motor load cases have a slight difference. 
This is because of changes in power flow in the post-fault transmission network. 
The apparent power of the 10% single-phase motor load with switch setups 1 and 
2 are the same because no switches opened in both cases. The voltage magnitudes 
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in all the 10% cases are essentially identical.  
 
Figure 6-11 Bus 6 load apparent power for 10% motor load  
 
Figure 6-12 Bus 6 voltage magnitude for 10% motor load  



























10% 3PH motor load
10% 1PH motor load with switch setup 1
10% 1PH motor load with switch setup 2
























10% 3PH motor load
10% 1PH motor load with switch setup 1
10% 1PH motor load with switch setup 2
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6.4.2 30% motor load 
Figure 6-13 shows the load bus apparent power and Figure 6-14 shows the 
load bus voltage magnitude for 30% motor load case. The apparent power of the 
30% single-phase motor load with switch setups 1 and 2 are the same because no 
switches opened in both cases. The voltage magnitudes in all 30% motor load test 
cases nearly match each other.  
 
Figure 6-13 Bus 6 load for 30% motor load 





























30% 3PH motor load
30% 1PH motor load with switch setup 1




Figure 6-14 Bus 6 voltage magnitude for 30% motor load 
6.4.3 50% motor load 
Figure 6-15 shows the bus apparent power for the 50% motor load case. 
The TOL switch opened at 7.005 s for the single-phase motor load with switch 
setup 2. This removed the motors load from the distribution network. Differences 
can be noted between the single phase motor models and equivalent three phase 
motor approximation. 
























30% 3PH motor load
30% 1PH motor load with switch setup 1




Figure 6-15 Bus 6 load for 50% motor load 
Figure 6-16 shows the bus voltage magnitude for 50% motor load case. 
With switch setup 2, the voltage increases after the TOL switch opens at 7.005 s. 
Since the TOL switch did not open in 50% case with switch setup 1, the high 
power demand pulled the voltage down. These two 50% single-phase motor cases 
illustrate FIDVR. Again it can be seen that the three phase aggregate 
approximation is not sufficiently accurate for this type of voltage stability study. 



























50% 3PH motor load
50% 1PH motor load with switch setup 1




Figure 6-16 Bus 6 voltage magnitude for 50% motor load 
6.4.4 70% motor load 
Figure 6-17 shows the bus apparent power and Figure 6-18 shows the bus 
voltage magnitude for 70 % motor load case. The three-phase motor load 
recovered but the single-phase motor loads were removed soon after the fault, 
both from UVL protection. The single phase motor load with protection setup 2 
(.4 p.u. UVL threshold) experienced a deep voltage drop. Both single phase motor 
load cases experienced greater voltage sag than the equivalent three phase case. 
     
























50% 3PH motor load
50% 1PH motor load with switch setup 1




Figure 6-17 Bus 6 load for 70% motor load 
 
Figure 6-18 Bus 6 voltage magnitude for 70% motor load 
 


























70% 3PH motor load
70% 1PH motor load with switch setup 1
70% 1PH motor load with switch setup 2

























70% 3PH motor load
70% 1PH motor load with switch setup 1




CONCLUSIONS AND FUTURE WORK 
7.1 Conclusions 
In this work simulation of fault induced delayed voltage recovery was 
investigated. The focus was primarily on load representation of residential air 
conditioners in simulation.  
 First the topic of voltage stability was categorized. Static and dynamic 
simulation methods were discussed in context of voltage stability. Voltage 
stability indices were categorized. The FIDVR voltage stability phenomenon was 
defined and a brief literature review of various FIDVR events was presented. Also 
some FIDVR solutions were listed.  
 Static load, dynamic load, and composite load modeling and associated 
parameter extraction methods were presented. Common dynamic models for 
single and three phase induction machines were listed.  
 Properties of typical RACs were then discussed. Stalling, protection 
circuitry, and restarting characteristics of RACs were presented. Past work on 
modeling of RACs in context of FIDVR was reviewed. Equipment level and grid 
level modeling methods were discussed. The phasor model was presented as a 
good equipment level model of RACs. Example three and single phase motor 
models were tested for voltage sag characteristics in simulation. 
 A method was proposed to include detailed single phase load information 
in a larger power system simulation to investigate the influence of motor load on 
power system stability. An interface method for linking transmission network and 
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detailed distribution network in simulation was presented. The method entails 
passing data back and forth each time step.  
A transmission network and several detailed distribution systems were 
built with different percentage motor load. Each single-phase motor in the 
distribution system was represented by the equipment-level phasor model, whose 
parameters were collected from a typical RAC compressor unit. Three-phase 
aggregate representations of RACs were also built in simulation with different 
percentage of motor load.  
Simulations were conducted using the new interface method. A fault was 
set and cleared in an attempt to induce FIDVR. When the motor loads were 
represented by the three phase aggregate representation, no FIDVR events 
occurred. The same experiment was conducted with the detailed single phase 
models to represent the RACs. FIDVR was reproduced at 50 % motor load.   
It can be concluded that the fault induced voltage sag in the distribution 
system becomes more severe with the increased single-phase motor load 
percentage. In these simulation experiments, the three-phase motor is able to 
represent the aggregation effect of the single-phase motor load only when the 







7.2 Future work 
 This work may be extended in a variety of directions. First more 
contingencies may be applied, such as unbalanced fault, generator outage, and 
increased system load. Also several more distribution systems with 
equipment-level models may be included to apply this new method to a larger 
area of the power system. A new grid-level single-phase motor model may be 
developed based on the findings from simulation results with a variety of 
contingencies. This new load model may provide a more accurate grid-level 
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A.1 Coding built in PSAT 
 
%Update P, Q, and V_p based on simulation from t0 to DAE.t 
if T_last < DAE.t      
    SimulinkStartTime=Settings.t0; 
    % End time is increased by 1.5 s,which is the time duration for  
    % 1PH motor to get its normal operation status 
    SimulinkEndTime=DAE.t+1.5; 
    %DAE.y(15)shows the bus 6 voltae magnitude during time-domain 
    %simulation 
    SimulinkVoltage=(DAE.y(15))*Bus.con(6,2)*1000;   
    %DAE.y(6)shows the bus 6 voltae angle in rad during time-domain 
    %simulation 
    SimulinkAngle=DAE.y(6)*180/pi; 
    %DAE.y(1)shows the bus 1 (swing bus) voltae angle in rad during  
    %time-domain simulation 
    Simulink_swing_Angle=DAE.y(1); 
    %Call simulation in distribution network  
    [p_local,q_local,V_p]=Local_simulink_connection(... 
SimulinkStartTime,... 
        SimulinkEndTime,SimulinkVoltage,SimulinkAngle,... 
        Simulink_swing_Angle,Simulink_PSAT_Step); 
    T_last=DAE.t;         
%Update the P, Q, and V value of transmission load bus based on 
%simulation in Simulink  
    %Update the bus 6 voltage 
    DAE.y(15)=V_p; 
    %Update the bus 6 load, if the applied load is out of acceptable 
    %range, the applied load will be multiply with a factor to insure 
    %the actural load applied on the bus 6 is the power needed by the 
    %distribution network 
    if DAE.y(15)<PQ.con(1,7) 
        PQ.con(1,4)=p_local*DAE.y(15)^2/PQ.con(1,7)^2; 
        PQ.con(1,5)=q_local*DAE.y(15)^2/PQ.con(1,7)^2; 
    elseif DAE.y(15)>PQ.con(1,6) 
        PQ.con(1,4)=p_local*DAE.y(15)^2/PQ.con(1,6)^2; 
        PQ.con(1,5)=q_local*DAE.y(15)^2/PQ.con(1,6)^2; 
    else             
        PQ.con(1,4)=p_local; 
        PQ.con(1,5)=q_local;             





A.2 Coding for time-domain power flow analysis in Simulink 
function[p_local,q_local,V_p]=Local_simulink_connection(... 
    SimulinkStartTime,SimulinkEndTime,SimulinkVoltage,... 
    SimulinkAngle,Simulink_swing_Angle,Simulink_PSAT_Step)  
%Record the system data during the entire simulation in Simulink 
global Db_S_1 Db_S_2A Db_S_2B Db_S_2C Db_S_3_230 Db_S_3_69 
%Record the simulation initial and final stage 
global Simul_stage_1 Simul_stage_2A Simul_stage_2B  
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global Simul_stage_2C Simul_stage_3  
%Record exchange data between simulink and psat. 
global Simulink_PSAT_Step   
% Record the start and end time of simulation 
global SimulinkStartTime SimulinkEndTime  
%For parameters of RAC motor  
global V_freq W_s W_b R_ds R_qs X_r X_c X_ds X_qs X_m H n  
global A_sat b_sat T_o f_base V_base P_base I_base Z_base T_base  
global X1 X2A X2B X2C X3 
global IN_V V_angle 
global V_12_Step1_R Total_12_A_R Total_12_B_R Total_12_C_R 
global Db_last V_last P_last Q_last 
  
%Update the input voltage of distribution system with bus 6 voltage 
vector 
IN_V=SimulinkVoltage;       
V_angle=SimulinkAngle;  
%Perform simulation step 1, get the voltage applied on the motor 
[Data_row_last,Data_col_last]=size(Db_S_1); 
open_system('HV_local_21_Step_1.mdl') 









    Db_S_1(row+Data_row_last,1)=V_12_Step1.time(row,1); 
    Db_S_1(row+Data_row_last,2)=V_12_Step1.signals.values(row,1); 
    Db_S_1(row+Data_row_last,3)=V_12_Step1.signals.values(row,2); 
    Db_S_1(row+Data_row_last,4)=V_12_Step1.signals.values(row,3);  
end 
%Base on applied voltage, calculate the motor response in each phase 
%Perform simulation step 2 for Phase A 
[Data_row_last,Data_col_last]=size(Db_S_2A); 
open_system('HV_local_21_Step_2_A.mdl') 









Db_S_2A(row+Data_row_last,1)=Motor_240_A.time(row,1);    
Db_S_2A(row+Data_row_last,2)=Motor_240_A.signals.values(row,1);    
Db_S_2A(row+Data_row_last,3)=Motor_240_A.signals.values(row,2);    
Db_S_2A(row+Data_row_last,4)=Motor_240_A.signals.values(row,3);    
Db_S_2A(row+Data_row_last,5)=Motor_240_A.signals.values(row,4);    
Db_S_2A(row+Data_row_last,6)=Motor_240_A.signals.values(row,5);    
Db_S_2A(row+Data_row_last,7)=Motor_240_A.signals.values(row,6);    
Db_S_2A(row+Data_row_last,8)=Motor_240_A.signals.values(row,7);    
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Db_S_2A(row+Data_row_last,9)=Motor_240_A.signals.values(row,8);    
Db_S_2A(row+Data_row_last,10)=Motor_240_A.signals.values(row,9);    
Db_S_2A(row+Data_row_last,11)=Motor_240_A.signals.values(row,10)
;    
Db_S_2A(row+Data_row_last,12)=Total_240_A.signals.values(row,1);    
Db_S_2A(row+Data_row_last,13)=Total_240_A.signals.values(row,2);    
Db_S_2A(row+Data_row_last,14)=Total_240_A.signals.values(row,3);    
Db_S_2A(row+Data_row_last,15)=Total_240_A.signals.values(row,4);    
Db_S_2A(row+Data_row_last,16)=Total_12_A.signals.values(row,1);    
Db_S_2A(row+Data_row_last,17)=Total_12_A.signals.values(row,2);    




%Perform simulation step 2 for Phase B 
[Data_row_last,Data_col_last]=size(Db_S_2B); 
open_system('HV_local_21_Step_2_B.mdl') 









Db_S_2B(row+Data_row_last,1)=Motor_240_B.time(row,1);    
Db_S_2B(row+Data_row_last,2)=Motor_240_B.signals.values(row,1);    
Db_S_2B(row+Data_row_last,3)=Motor_240_B.signals.values(row,2);    
Db_S_2B(row+Data_row_last,4)=Motor_240_B.signals.values(row,3);    
Db_S_2B(row+Data_row_last,5)=Motor_240_B.signals.values(row,4);    
Db_S_2B(row+Data_row_last,6)=Motor_240_B.signals.values(row,5);    
Db_S_2B(row+Data_row_last,7)=Motor_240_B.signals.values(row,6);    
Db_S_2B(row+Data_row_last,8)=Motor_240_B.signals.values(row,7);    
Db_S_2B(row+Data_row_last,9)=Motor_240_B.signals.values(row,8);    
Db_S_2B(row+Data_row_last,10)=Motor_240_B.signals.values(row,9);    
Db_S_2B(row+Data_row_last,11)=Motor_240_B.signals.values(row,10)
;    
Db_S_2B(row+Data_row_last,12)=Total_240_B.signals.values(row,1);    
Db_S_2B(row+Data_row_last,13)=Total_240_B.signals.values(row,2);    
Db_S_2B(row+Data_row_last,14)=Total_240_B.signals.values(row,3);    
Db_S_2B(row+Data_row_last,15)=Total_240_B.signals.values(row,4);    
Db_S_2B(row+Data_row_last,16)=Total_12_B.signals.values(row,1);    
Db_S_2B(row+Data_row_last,17)=Total_12_B.signals.values(row,2);    




%Perform simulation step 2 for Phase C 
[Data_row_last,Data_col_last]=size(Db_S_2C); 
open_system('HV_local_21_Step_2_C.mdl') 











Db_S_2C(row+Data_row_last,1)=Motor_240_C.time(row,1);    
Db_S_2C(row+Data_row_last,2)=Motor_240_C.signals.values(row,1);    
Db_S_2C(row+Data_row_last,3)=Motor_240_C.signals.values(row,2);    
Db_S_2C(row+Data_row_last,4)=Motor_240_C.signals.values(row,3);    
Db_S_2C(row+Data_row_last,5)=Motor_240_C.signals.values(row,4);    
Db_S_2C(row+Data_row_last,6)=Motor_240_C.signals.values(row,5);    
Db_S_2C(row+Data_row_last,7)=Motor_240_C.signals.values(row,6);    
Db_S_2C(row+Data_row_last,8)=Motor_240_C.signals.values(row,7);    
Db_S_2C(row+Data_row_last,9)=Motor_240_C.signals.values(row,8);    
Db_S_2C(row+Data_row_last,10)=Motor_240_C.signals.values(row,9);    
Db_S_2C(row+Data_row_last,11)=Motor_240_C.signals.values(row,10)
;    
Db_S_2C(row+Data_row_last,12)=Total_240_C.signals.values(row,1);    
Db_S_2C(row+Data_row_last,13)=Total_240_C.signals.values(row,2);    
Db_S_2C(row+Data_row_last,14)=Total_240_C.signals.values(row,3);    
Db_S_2C(row+Data_row_last,15)=Total_240_C.signals.values(row,4);    
Db_S_2C(row+Data_row_last,16)=Total_12_C.signals.values(row,1);    
Db_S_2C(row+Data_row_last,17)=Total_12_C.signals.values(row,2);    




%Perform simulation step 3 and calculate the latest P,Q, and V_P 
[Data_row_last,Data_col_last]=size(Db_S_3_230); 
open_system('HV_local_21_Step_3.mdl') 




simOut = sim('HV_local_21_Step_3.mdl');  
%Find load and V+ 
[P_row P_Col]=size(Total_230.signals.values);     
for row=1:P_row 
Db_S_3_230(row+Data_row_last,1)=Total_230.time(row,1);    
Db_S_3_230(row+Data_row_last,2)=Total_230.signals.values(row,1);    
Db_S_3_230(row+Data_row_last,3)=Total_230.signals.values(row,2);    
Db_S_3_230(row+Data_row_last,4)=Total_230.signals.values(row,3);    
Db_S_3_230(row+Data_row_last,5)=Total_230.signals.values(row,4);    
Db_S_3_230(row+Data_row_last,6)=Total_230.signals.values(row,5);    
Db_S_3_230(row+Data_row_last,7)=Total_230.signals.values(row,6);    
Db_S_3_230(row+Data_row_last,8)=Total_230.signals.values(row,7);    
Db_S_3_230(row+Data_row_last,9)=Total_230.signals.values(row,8);    
Db_S_3_230(row+Data_row_last,10)=Total_230.signals.values(row,9)
;    
Db_S_3_230(row+Data_row_last,11)=Total_230.signals.values(row,10
);    
Db_S_3_230(row+Data_row_last,12)=Total_230.signals.values(row,11
);    
Db_S_3_230(row+Data_row_last,13)=Total_230.signals.values(row,12
);    
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Db_S_3_230(row+Data_row_last,14)=Total_230.signals.values(row,13
);     
Db_S_3_230(row+Data_row_last,15)=Total_230.signals.values(row,14





Db_S_3_69(row+Data_row_last,1)=Total_69.time(row,1);    
Db_S_3_69(row+Data_row_last,2)=Total_69.signals.values(row,1);    
Db_S_3_69(row+Data_row_last,3)=Total_69.signals.values(row,2);    
Db_S_3_69(row+Data_row_last,4)=Total_69.signals.values(row,3);    
Db_S_3_69(row+Data_row_last,5)=Total_69.signals.values(row,4);    
Db_S_3_69(row+Data_row_last,6)=Total_69.signals.values(row,5);    
Db_S_3_69(row+Data_row_last,7)=Total_69.signals.values(row,6);    
Db_S_3_69(row+Data_row_last,8)=Total_69.signals.values(row,7);    
Db_S_3_69(row+Data_row_last,9)=Total_69.signals.values(row,8);     
Db_S_3_69(row+Data_row_last,10)=Total_69.signals.values(row,9);     
Db_S_3_69(row+Data_row_last,11)=Total_69.signals.values(row,10);    
Db_S_3_69(row+Data_row_last,12)=Total_69.signals.values(row,11);    
Db_S_3_69(row+Data_row_last,13)=Total_69.signals.values(row,12);     
Db_S_3_69(row+Data_row_last,14)=Total_69.signals.values(row,13);    
Db_S_3_69(row+Data_row_last,15)=Total_69.signals.values(row,14);    
Db_S_3_69(row+Data_row_last,16)=Total_69.signals.values(row,15); 
end    
%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%%% 





%If positive sequence of supply voltage in distribution system is more 
%than input voltage, then update the transmission load bus voltage 
if V_p_230 > SimulinkVoltage 
    V_p=V_p_230/230000; 
else 
    V_p=SimulinkVoltage/230000; 
end 




%Write data to Simulink_PSAT_Step 
[Simu_row,Simu_col]=size(Simulink_PSAT_Step); 
Simulink_PSAT_Step(Simu_row+1,1)=SimulinkStartTime;%s 
Simulink_PSAT_Step(Simu_row+1,2)=SimulinkEndTime-1.5;%s 
Simulink_PSAT_Step(Simu_row+1,3)=SimulinkVoltage/230000;%p.u. 
Simulink_PSAT_Step(Simu_row+1,4)=SimulinkAngle*pi/180;%rad 
Simulink_PSAT_Step(Simu_row+1,5)=Simulink_swing_Angle;%rad 
Simulink_PSAT_Step(Simu_row+1,6)=V_p;%p.u. 
Simulink_PSAT_Step(Simu_row+1,7)=p_local;%p.u. 
Simulink_PSAT_Step(Simu_row+1,8)=q_local;%p.u. 
 
